
The West Hartford Fire Depart-

ment is required by Section 29-305 

of the Connecticut General Statutes 

to conduct Fire Safety Code Inspec-

tions of all buildings/spaces within 

the Town of West Hartford for 

compliance with the applicable 

sections of the code. 

The intent of this checklist is to 

assist you to have the required 

documentation of inspections & 

tests of Fire Safety Equipment (as 

applicable for your building) avail-

able at the time of inspection.  

Note that some equipment has 

annual requirements, other has 

monthly that must be documented.   

Please consult with your fire protec-

tion contractors and/or this office if 

assistance or clarification is needed. 

Check List Use 
Facility Managers 

and 
Building Owners 

 
CT Fire Safety Code 

Inspection, Test, 
and Maintenance 

 
Check List 

Telephone: 860-570-3808 

Phone: 860-570-3808 
Fax: 860-561-7400 
Webpage:  http://www.west-hartford.com/
TownServices/TownDepartments/
FireDept/Firedept.htm 

West Hartford Fire Department 
50 South Main Street 

West Hartford, CT 06107 

In addition to the required inspection 

& test reports, the following are some 

of the items that will be inspected dur-

ing the inspection process: exit doors, 

sprinkler head obstruction, electrical 

cord use, electrical panel access, hand-

rail height & detail, and door locking 

arrangements. 

 

The West Hartford Fire Department 

strives for voluntary compliance with 

the Connecticut State Fire Safety Code 

and will work with you to achieve 

compliance with any issues discovered 
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Fire Alarm &
Detection Devices

Sprinkler 
Systems

Stand-Pipe
Systems

Cooking Hood
Exhaust Cleaning

Hood Suppression
Systems

Fire Ext.

Fire Pump

Fire Hydrant

Emergency
Lights

Exit Signs

Emergency
Generator

Fire Doors

Fire Dampers
Items highlighted in yellow may done by owner/agent.
Items highlighted in blue must be done by a trained, licensed, or certified contractor.
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